STATE OF CALIFORNIA
BUILDING STANDARDS COMMISSION

INITIAL EXPRESS TERMS
FOR
PROPOSED BUILDING STANDARDS
OF THE
OFFICE OF THE STATE FIRE MARSHAL

REGARDING PROPOSED CHANGES TO
REGARDING THE 2018 TRIENNIAL RULEMAKING CYCLE
CALIFORNIA CODE OF REGULATIONS, TITLE 24, PART 3

(The State agency shall draft the regulations in plain, straightforward language, avoiding technical terms as much as possible and
using a coherent and easily readable style. The agency shall draft the regulation in plain English. A notation shall follow the express
terms of each regulation listing the specific statutes authorizing the adoption and listing specific statutes being implemented,
interpreted, or made specific. (PART 1 — ADMINISTRATIVE CODE)

LEGEND FOR EXPRESS TERMS
1. Existing California amendments or code language being modified are in italics when they appear
in the model code text: All such language appears in italics, modified language is underlined.
2. New California amendments: All such language appears underlined and in italics.
3. Repealed text: All such language appears in strikeout.

The Office of the State Fire Marshal (SFM) proposes to adopt the 2017 edition of the National Electrical
Code (NEC) into the 2019 edition of the California Electrical Code (CEC). SFM further proposes to:

Repeal the adoption by reference of the 2014 National Electrical Code and incorporate and adopt
by reference in its place the 2017 National Electrical Code for application and effectiveness in the
2019 California Electrical Code.

Repeal certain amendments to the 2014 National Electrical Code and/or California Building
Standards not addressed by the model code that are no longer necessary.

Adopt new building standards or necessary amendments to the 2017 National Electrical Code that
address inadequacies of the 2017 National Electrical Code as they pertain to California laws.

Bring forward previously existing California building standards or amendments, which represent no
change in their effect from the 2016 California Building Standards Code.

Codify non-substantive editorial and formatting amendments from the format based upon the 2014
National Electrical Code to the format of the 2017 National Electrical Code.
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[1. The SFM is proposing to maintain the adoption of those existing California provisions contained
Sections 89.101 through 89.101.12 with modification.]

CALIFORNIA ARTICLE 89
GENERAL CODE PROVISIONS

SECTION 89.101
GENERAL

89.101.1 Title. These regulations shall be known as the California Electrical Code, may be cited as such
and will be referred to herein as “this code.” The California Electrical Code is Part 3 of thirteen parts of the
official compilation and publication of the adoption, amendment, and repeal of electrical regulations to the
California Code of Regulations, Title 24, also referred to as the California Building Standards Code. This
part incorporates by adoption the 20342017 National Electrical Code of the National Fire Protection
Association with necessary California amendments.

Notation:
Authority: Health and Safety Code Sections 13108, 13143, 17921, 18949.2
References: Health and Safety Code Sections 13143, 18949.2

[1.1. The SFM is proposing to maintain the adoption of those existing California provisions
contained Sections 89.111 through 89.111.10 without modification.]

SECTION 89.111
OFFICE OF THE STATE FIRE MARSHAL

Notation:

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 1597.44, 1597.65,
13108, 13143, 17921, 18949.2

References: Health and Safety Code Sections 13143, 18949.2

[2. The SFM is proposing to not adopt Article 90.]

ARTICLE 90
INTRODUCTION

Notation:

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 1597.44, 1597.65,
13108, 13143, 17921, 18949.2

References: Health and Safety Code Sections 13143, 18949.2

[3. The SFM is proposing to maintain the existing SFM amendment of Articles 100 and 110 with
amendment.]
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Chapter 1 General
ARTICLES 100-110

ARTICLE 100
Definitions

Notation:

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 1597.44, 1597.65,
13108, 13143, 17921, 18949.2

References: Health and Safety Code Sections 13143, 18949.2

[4. The SFM is proposing the adoption by reference Articles 200, 210, 215, 220, 225, 230, 240, 250,
280, and 285 without amendment.]

Chapter 2 Wiring and Protection
ARTICLES 200-285

Notation:

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 1597.44, 1597.65,
13108, 13143, 17921, 18949.2

References: Health and Safety Code Sections 13143, 18949.2

[5. The SFM is proposing the adoption by reference Articles 300, 310, 312, 314, 320, 322, 324, 326,
328, 330, 332, 334, 336, 338, 340, 342, 344, 348, 350, 352, 353, 354, 355, 356, 358, 360, 362, 366, 368,
370, 372, 374, 376, 378, 380, 382, 384, 386, 388, 390, 392, 393, 394, 396, 398, and 399 without
amendment.]

Chapter 3 Wiring Methods and Materials
ARTICLES 300-399

Notation:

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 1597.44, 1597.65,
13108, 13143, 17921, 18949.2

References: Health and Safety Code Sections 13143, 18949.2

[6. The SFM is proposing the adoption by reference Articles 400, 402, 404, 406, 408, 409, 410, 411,
422, 424, 426, 427, 430, 440, 445, 450, 455, 460, 470, 480, and 490 without amendment.]

Chapter 4 Equipment for General Use
ARTICLES 400-490

Notation:
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Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 1597.44, 1597.65,
13108, 13143, 17921, 18949.2
References: Health and Safety Code Sections 13143, 18949.2

[7. The SFM is proposing the adoption by reference Articles 500, 501, 502, 503, 504, 505, 506, 510,
511, 513, 514, 515, 516, 518, 520, 522, 525, 530, 540, 545, 547, 553, and 555 without amendment.]

[7.1. The SFM is proposing the adoption by reference of the entire Article 517 (OSHPD amendment)
as amended.]

[7.2. The SFM is proposing the adoption by reference of the entire Article 590 (except Section
590.3(C)) as amended.]

[7.3. The SFM is proposing to maintain the existing SFM amendment of Section 590.3(C) without
modification.]

Chapter 5 Special Occupancies
ARTICLES 500-590

Notation:

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 1597.44, 1597.65,
13108, 13143, 17921, 18949.2

References: Health and Safety Code Sections 13143, 18949.2

[8. The SFM is proposing the adoption by reference Articles 600, 604, 605, 610, 620, 626, 630, 640,
645, 646, 647, 650, 660, 665, 668, 669, 670, 675, 680, 682, 685, 690, 692, 694, and 695 without
amendment.]

[8.1. The SFM is proposing the adoption by reference of the entire Article 625 (except Section 625.52
(C)) as amended.]

[8.2. The SFM is proposing the new SFM amendment of Section 620.71.]

[8.3. The SFM is proposing to maintain the existing SFM amendment of Section 625.52(C) without
modification.]

Chapter 6 Special Equipment
ARTICLES 600-695

620.71 Guarding Equipment. Elevator, dumbwaiter, escalator, and moving walk driving machines; motor-
generator sets; motor controllers; and disconnecting means shall be installed in a room er-space-set
aside for that purpose unless otherwise permitted in 620.71(A) or (B). The room erspace-shall be secured
against unauthorized access. Installation of Elevator motor controller and/or motion controller in the
hoistway is prohibited.

(A) Motor Controllers_for dumbwaiters, escalators, and moving walks. Motor controllers shall be
permitted outside the spaees-room herein specified, provided they are in enclosures with doors or
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removable panels that are capable of being locked in the closed position and the disconnecting means
is located adjacent to or is an integral part of the motor controller. Motor controller enclosures for escalator
or moving walks shall be permitted in the balustrade on the side located away from the moving steps or
moving treadway. If the disconnecting means is an integral part of the motor controller, it shall be operable
without opening the enclosure.

(B) Driving Machines. Elevators with driving machines located on the car, on the counterweight, or in the
hoistway, and driving machines for dumbwaiters, platform lifts, and stairway lifts, shall be permitted outside
the spaces-room herein specified.

625:29(E) 625.52 (C) Ventilation Required. [SFM] Where the electric vehicle supply equipment listed or
labeled as suitable for charging electric vehicles that require ventilation for indoor charging and marked in
accordance with Section 625.15(C), mechanical ventilation, such as fans, shall be provided as specified in
the California Building Code.

Notation:

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 1597.44, 1597.65,
13108, 13143, 17921, 18949.2

References: Health and Safety Code Sections 13143, 18949.2

[9. The SFM is proposing the adoption by reference Articles 701, 702, 705, 708, 720, 725, 727, 728,
750 and 770 without amendment.]

[9.1. The SFM is proposing the adoption by reference of the entire Article 700 as amended.]

[9.2. The SFM is proposing to maintain the existing SFM amendment of Section 700.12(B)(2) without
modification.]

[9.3. The SFM is proposing the adoption by reference of the entire Article 760 as amended.]
[9.4. The SFM is proposing to maintain the existing SFM amendment of Sections 760.1.1, 760.176(F)
and 760.179(G) without modification.]

Chapter 7 Special Conditions
ARTICLES 700-770

[Removing CA text and adopting the model text]
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http://codesonline.nfpa.org/NFPA/a/c.html/nfpa_70_2017#2017_ID00070022178
http://codesonline.nfpa.org/NFPA/a/c.html/nfpa_70_2017#2017_ID00070022178
http://codesonline.nfpa.org/a/c.ref/2017_ID00070022025/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070022034/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070022055/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070022058/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070022093/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070022097/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070022154/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070022163/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070021999/sec
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http://codesonline.nfpa.org/a/c.ref/2017_ID00070002927/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070001020/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070000992/sec
http://codesonline.nfpa.org/NFPA/a/c.html/nfpa_70_2017#2017_ID00070022275
http://codesonline.nfpa.org/NFPA/a/c.html/nfpa_70_2017#2017_ID00070022285
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http://codesonline.nfpa.org/a/c.ref/2017_ID00070019250/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070002927/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070022034/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070022097/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070022154/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070022034/sec
http://codesonline.nfpa.org/NFPA/a/c.html/nfpa_70_2017#2017_ID00070022307
http://codesonline.nfpa.org/a/c.ref/2017_ID00070001078/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070001025/sec
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http://codesonline.nfpa.org/NFPA/a/c.html/nfpa_70_2017#2017_ID00070022326
http://codesonline.nfpa.org/a/c.ref/2017_ID00070000992/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070022334/sec
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http://codesonline.nfpa.org/a/c.ref/2017_ID00070022334/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070002760/sec
http://codesonline.nfpa.org/NFPA/a/c.html/nfpa_70_2017#2017_ID00070022353
http://codesonline.nfpa.org/a/c.ref/2017_ID00070002760/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070022334/sec
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http://codesonline.nfpa.org/NFPA/a/c.html/nfpa_70_2017#2017_ID00070022369
http://codesonline.nfpa.org/NFPA/a/c.html/nfpa_70_2017#2017_ID00070022369
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http://codesonline.nfpa.org/a/c.ref/2017_ID00070008294/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070000936/sec
http://codesonline.nfpa.org/NFPA/a/c.html/nfpa_70_2017#2017_ID00070022409
http://codesonline.nfpa.org/a/c.ref/2017_ID00070001078/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070021096/sec
http://codesonline.nfpa.org/a/c.ref/2017_ID00070021096/sec
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Notation:

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 1597.44, 1597.65,
13108, 13143, 17921, 18949.2

References: Health and Safety Code Sections 13143, 18949.2

[10. The SFM is proposing the adoption by reference Articles 800, 810, 820, 830, and 840 without
amendment.]

Chapter 8 Communications Systems
ARTICLES 800-840

Notation:

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 1597.44, 1597.65,
13108, 13143, 17921, 18949.2

References: Health and Safety Code Sections 13143, 18949.2

[11. The SFM is proposing the adoption by reference Tables 1-12 without amendment.]

Chapter 9
Tables

Notation:

Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 1597.44, 1597.65,
13108, 13143, 17921, 18949.2

References: Health and Safety Code Sections 13143, 18949.2

[12. The SFM is proposing the adoption by reference Annex A and Annex B without amendment.]

Annexes
Notation:
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Authority: Health and Safety Code Sections 1250, 1569.72, 1569.78, 1568.02, 1502, 1597.44, 1597.65,
13108, 13143, 17921, 18949.2

References: Health and Safety Code Sections 13143, 18949.2

DGS BSC TP-121 (Rev. 7/2014) Initial Express Terms May 1, 2018
Part #3 — 2018 Triennial Code Cycle 15 of 15 ET — CCR, Title 24, Part 3
Office of the State Fire Marshal



